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ABSTRACT 
 
In this article, the mechanical performance and exergy of a one-ton split type air 
conditioning system by using the mixture of two different refrigerants of different 
proportions have been investigated. It has become necessary to find an alternative of 
Chlorodifluoromethane (R22) as it has high ODP (Ozone Depletion Potential) and GWP 
(Global Warming Potential). Propane (R290) has a lower ODP and GWP and in this 
project, it was considered with R22 for making different blends. Here, two different 
mixtures of R22 and R290 (respectively), were prepared and denoted as X6 and X7. After 
conducting a test run for several hours, evaporator temperature, condenser temperature, 
compressor suction and discharge pressure, and enthalpy at different points (obtained 
from REFPROP) were measured. By using experimentally obtained data, power 
consumption and Coefficient of Performance (COP) were calculated for different 
refrigerants. Different characteristic graphs were drawn establishing relation among 
various parameters. It was found that during the same observation period, the mixture X6 
and X7 consumed less electric power than R22. Moreover, the COP was also found to be 
higher for X6 and X7 than that of R22. Finally, total exergy destruction in all components 
was calculated for different refrigerants and comparative analysis was made.  
 
Keywords: Power consumption, coefficient of performance, R22; R290; exergy. 
 
INTRODUCTION 
 
Globally, R22 is used as a refrigerant in most air conditioning systems for its suitable 
properties such as stability, non-toxicity, non-flammability [1-4] and good 
thermodynamic properties [5]. The general cause of ozone layer depletion is that 
Chlorofluorocarbons (CFCs) and Hydrochlorofluorocarbons (HCFCs) which are a large 
class of chlorine containing chemicals, migrate to the stratosphere where they react with 
the ozone [6]. Many investigations have been conducted so far to observe the impact of 
chlorine-based refrigerants. These researches included a study on CFC generation and its 
use as well as a recommendation for phasing out the harmful refrigerant [7]. Besides, its 
emission, environmental impact, and concentration in the atmosphere due to leakage were 
also studied [8-11]. The partially halogenated HCFCs are bound to be prohibited in the 
near future. Researchers are working to identify alternative refrigerants which will be less 
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harmful and hazardous to the protective ozone layer. Researches have already shown that 
hydrocarbons are a good alternative to existing refrigerants. As the search for alternative 
refrigerants are going on around the world, the current research work aims to investigate 
the performance as well as exergy of a domestic air conditioning system by using R290 
in different proportions with the existing R22. Due to the temperature difference between 
the system and surroundings, irreversibility takes place. This irreversibility degrades the 
performance of the system components. Losses in a component should be measured to 
improve the performance of the whole system. The losses in the cycle need to be evaluated 
considering individual thermodynamic processes that make up the cycle. The most 
commonly used term for evaluating the performance of a vapour compression cycle is the 
coefficient of performance (COP), which is related to the first law of thermodynamics [3, 
12]. However, the first law of thermodynamics fails to distinguish between heat and work. 
It is unable to identify the sources of thermodynamic losses in a thermodynamic cycle. 
The first law gives no information on how, where, and how much the system performance 
is degraded. On the other hand, the second law of thermodynamics can be used to measure 
degradation of available work. By using the idea of irreversibility, thermodynamic losses 
can be measured. These losses are also called exergy loss. It is the maximum amount of 
work produced by a system as it comes to the equilibrium of a reference temperature [13-
16].  
 Many investigations have been conducted so far to study the performance of air 
conditioning systems by using different types of refrigerants [17-21]. Arora et al. [5] 
carried out an investigation of actual vapour compression refrigeration cycle in terms of 
COP, energy destruction and energy efficiency for R22, R407C and R410A by 
developing a computational model. The results showed that COP and energy efficiency 
for R22 were higher in comparison to R407C and R410A. It was concluded that R410A 
is a better alternative compared to R407C with high coefficient of performance and low 
energy destruction ratio when considering refrigeration applications. For air conditioning 
application, R407A is a better option than R410A. Ramu et al. [22] has theoretically 
assessed R22 and the mixtures composed of R32, R125, and 600a as alternative 
refrigerants. The energy performance assessment of the air conditioner was made for three 
different condensing temperatures such as 35, 45, and 55°C with evaporator temperatures 
between −10 and 10°C. The assessment was made in terms of standard energy 
performance parameters such as COP, compressor power consumption, compressor 
discharge temperature, and volumetric cooling capacity (VCC). Navarro et al. [23] 
observed the performance and oil circulation rate of commercial reciprocating 
compressors of different capacities working with propane (R290) as a refrigerant. This 
experimental investigation included five R407C positive displacement hermetic 
reciprocating compressors, covering different capacities, displacement, stroke-to-bore 
ratios and number of cylinders, which have been characterized using propane as 
refrigerant by means of a specifically designed characterization test rig. In a study on heat 
pump performance by Park et al. [24], R170/R290 mixture was used in an attempt to 
substitute R22. It was observed that for R170/R290 mixture, the COP decreases and the 
capacity increases with an increase in the amount of R170. The mixture of R170/R290 
(by mass, 4:96) shows a similar capacity and COP as those of R22. From the study, it was 
concluded that R170/R290 mixture is a good long term ‘drop-in’ candidate from the 
viewpoint of energy efficiency and greenhouse warming to replace R22 in residential air-
conditioners and heat pumps [25]. Palm [26] reviewed on hydrocarbons as refrigerants in 
small heat pumps and refrigeration systems. A major point was found from the review 
and it was revealed that using hydrocarbons will result in COP equals to, or higher than 
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those of similar HFC systems. It was also shown that components suitable for 
hydrocarbon systems are available in the market, even though the number of large-size 
hermetic compressors is limited.  
Advantages and problems including their solutions were provided by Xuanfei [27] 
while using only R290 as the sole substitute of R22. Necessary measures were taken 
according to the thermo-physical properties of R290 to minimize the risk. It was seen that 
the photochemical smog produced by R290 was relatively lower than other hydrocarbons 
which are considered as prospective alternatives of R22. Greco et al. [28] exhibited the 
results of an experimental study with a smooth, horizontal, stainless steel tube on pressure 
drop during horizontal flow boiling of refrigerants R22, R507, R404A, R134a, R407C 
and R410A. The steel tube (6mm dia.) was uniformly heated by Joule effect with constant 
evaporating pressure of 7.0 bar varying the mass flux in the range 280–1,080 kg/m2 s. 
The experimental comparison showed that the pressure drop of R22 was significantly 
higher compared to all the other fluids. The results were compared against well-known 
pressure drop prediction methods. Farraj et al. [29] investigated the performance of a one-
ton split air conditioning unit designed to use R22 as a refrigerant. They used Liquefied 
Petroleum Gas Mixture (LPGM) of 30% propane, R290 and 70% butane, R600, (weight 
ratio) for the replacement of CFCs and HCFCs like R22. For powering the air 
conditioning unit, a photo voltaic array of 12 modules was used. The voltaic array 
generated power with the help of an electric generator. Considering the changes of 
evaporation temperature and condensing temperature, they compared COP, cooling 
capacity, power consumption of the compressor, heat rejection, and mass flow rate of 
refrigerant and found that LPGM has a lower COP than R22 but has a higher refrigeration 
effect, lower mass rate of flow, lower compressor exit temperature, and lower power 
consumption. 
 Experimental investigation of domestic refrigerator with hydrocarbons (isobutene 
and butane) and their energy as well as exergy analysis were performed by Ahamed et al. 
[30]. They arrived at the results that energy efficiency ratio of hydrocarbons is comparable 
with R134a but exergy efficiency and sustainability index of hydrocarbons are much 
higher than that of R134a at considered evaporator temperature. It was also found that 
compressors showed the highest system defect (69%) among components of considered 
system. Jabaraj et al. [31] analysed the possibility of using R407C/R290/R600a 
refrigerant mixture as a substitute for R22 in a window air conditioner and to evolve an 
optimal composition for the mixture. The experiments for the mixtures containing 10, 15, 
20, and 25% R290/R600a blend (by weight) in R407C were referred as M10, M15, M20, 
and M25, respectively. Among the mixtures, M20 was characterized with maximum 
refrigeration capacity. It was observed that the improvement in refrigeration capacity of 
M20 mixture was 9.54 to 12.76% higher than R22 at various condenser inlet air 
temperatures. It was also observed that among the mixtures, M20 had the lowest power 
consumption which is 1.25 to 1.45% higher than R22. Exergy analysis of a heat pump 
using water and air was done by Cakir et al. [32]. They found the highest compressor 
exergy efficiency while running the system in water to air mode. In that experiment, 
exergy analysis of all the components was performed using four different modes (water 
to water, air to water, air to air, and water to air). Superiority of R413A over R12 from an 
exergetic point of view was investigated by Padilla et al. [33]. Parameters and factors 
affecting the performance of both refrigerants were evaluated using an exergy analysis. 
12 tests (six for each refrigerant) were carried out in a controlled environment during the 
selected cooling process from evaporator outlet temperature from 15°C to 10°C. The 
evaporator and condenser air-flows were modified to simulate different evaporator 
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cooling loads and condensers ventilation loads. The overall energy and exergy 
performance of the system working with R413A was consistently better than that of R12. 
The main aims of this article were to investigate the mechanical performance by 
calculating power consumption, COP, pressure ratio, refrigerating effect as well as 
thermodynamic performance evaluation based on 2nd law analysis (exergy analysis). 
Condenser temperature and evaporator temperature were recorded with high precision as 
exergy loss depends on them [34]. 
 
METHODS AND MATERIALS 
 
A one-ton split type air conditioner was used for this experiment with R22 as the main 
refrigerant. The setup was instrumented with pressure gauges (P) and K-type digital 
thermocouples (T). Two thermocouples (ranging between −20°C and 200°C) were placed 
at the inlet and outlet of the compressor in order to measure temperature of the working 
fluid along with two pressure gauges for measuring inlet and outlet pressure. Two types 
of pressure gauges were used. The low-pressure gauge with three-way valve has a range 
of 0 to 220 psi and high-pressure gauge can measure from 0 to 500 psi. Another 
thermocouple was placed at the outlet of condenser for recording temperature in that 
position. Finally, the instrumentation of the setup was completed by placing a pressure 
and a temperature measuring device in between expansion valve and evaporator inlet. A 
precision multimeter (±0.5% accuracy) recorded current consumption in ampere along 
with main power line voltage. Ambient condition was recorded with a room thermometer 
and a digital hygrometer recorded relative humidity, dry bulb, and wet bulb temperature. 
Major components and complete instrumentation of the setup is illustrated in Figure 1. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 1. Schematic diagram of experimental setup. 
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The system can be charged with a total amount of 700 gm refrigerant. During the 
first test run, the air conditioner was operated solely by using R22. After collecting 
experimental data (power consumption, pressure and temperature), the system was 
evacuated for charging with new refrigerants prepared from the blend of R22 and R290. 
A vacuum pump was used to remove all refrigerants from the closed loop. Two different 
blends were prepared. The first blend (X6) had the ratio of R22 (595 gm) and R290 (105 
gm) as (85:15) by weight. For the blend X7, the amount was 630 gm and 60 gm, 
respectively for R22 and R290. A digital weight scale was used for accurately maintaining 
the weight of the refrigerants. Figure 2 illustrates the charging of refrigerants into the 
system. 
 
 
 
Figure 2. Experimental setup in laboratory and refrigerant charging system. 
 
MATHEMATICAL MODELLING AND DATA COLLECTION 
 
For calculating coefficient of performance (COP), pressure ratio, power consumption, 
refrigerating effect and exergy, several governing equations were used.  
 
Governing Equations 
Vapour-compression refrigeration system uses a circulating liquid refrigerant as the 
medium which absorbs and removes heat from the space to be cooled and subsequently 
rejects that heat outside. REFPROP 7 software was used to determine different thermo-
physical properties of the mixtures (in this case Enthalpy) based on experimentally 
collected data (pressure and temperature) at different points. 
The actual coefficient of performance is an important parameter and it can be 
calculated by using Eq. (1). 
(𝐶𝑂𝑃)𝑎𝑐𝑡𝑢𝑎𝑙 =
ℎ1−ℎ4
ℎ2−ℎ1
                                               (1) 
where,  
 ℎ1 − ℎ4 = Refrigerating effect;  ℎ2 − ℎ1 = Compression work. 
Theoretically, coefficient of performance can be measured by Eq. (2) which can 
be derived when the evaporator and condenser temperatures are known. 
 
(𝐶𝑂𝑃)𝑡ℎ𝑒𝑜𝑟𝑒𝑡𝑖𝑐𝑎𝑙 =
𝑇𝑒𝑣𝑎𝑝𝑜𝑟𝑎𝑡𝑜𝑟
𝑇𝑐𝑜𝑛𝑑𝑒𝑛𝑠𝑒𝑟−𝑇𝑒𝑣𝑎𝑝𝑜𝑟𝑎𝑡𝑜𝑟
                   (2) 
Refrigerant 
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 Pressure ratio is an important parameter during the investigation of an air 
conditioning system. It is the ratio of compressor outlet (Pc) to the inlet pressure (Pe). In 
other words, it is the ratio of condenser pressure to evaporator pressure. High compression 
ratio indicates that compressor has to work more to lift the pressure for a given mass flow 
rate. It can be expressed as, 
𝑃𝑟 =
𝑃𝑐
𝑃𝑒
      (3) 
 
 Mathematical formulation for exergy analysis in different components can be 
arranged in the following way: 
Exergy content of pure substances at any state is given by,  
 
               𝜓 = (ℎ𝑖 − ℎ𝑜) − 𝑇𝑜(𝑠𝑖 − 𝑠𝑜)                                     (4)
                       
 Where, ℎ0 and 𝑠0 are the enthalpy and entropy values of working fluid at the 
environmental temperature (𝑇0), which ultimately forms the energy sink for irreversible 
and reversible process. 
The general availability loss in each component is given by, 
      
   ∆𝜓 =  ∑ 𝑚𝑖𝜓𝑖 −  ∑ 𝑚𝐸𝜓𝐸 − 𝑄 (1 −
𝑇0
𝑇𝑖
) − 𝑊                     (5) 
 
The first term on the right-hand side is the sum of exergy input and second term is 
sum of exergy output while the third term is energy of heat Q, which was being transferred 
at a constant temperature, T. 
 The availability balances for the four processes on an input/output product basis 
are as follows:  
 
Compressor:              𝜓1 = 𝜓2 − ∑ 𝑞𝑖 (1 −
𝑇0
𝑇𝑖
) − 𝑊𝑖𝑛 + 𝐼𝑐𝑜𝑚                                             (6)        
Condenser:                 𝜓2 = 𝜓3 − ∑ 𝑞𝑖 (1 −
𝑇0
𝑇𝑖
) + 𝐼𝑐𝑜𝑛𝑑                                                (7)                          
Expansion valve:       𝜓3 = 𝜓4 + 𝐼𝑒𝑥𝑝                                                                            (8) 
Evaporator:               𝜓4 = 𝜓1 − ∑ 𝑞𝑖 (1 −
𝑇0
𝑇𝑖
) + 𝐼𝑒𝑣𝑎                                                   (9) 
 
Total exergy destruction in the system, 
 
   𝐼𝑡𝑜𝑡𝑎𝑙 =  𝐼𝑐𝑜𝑛𝑑 + 𝐼𝑒𝑥𝑝 + 𝐼𝑒𝑣𝑎𝑝 + 𝐼𝑐𝑜𝑚𝑝              (10)
     
here, 𝑊 stands for work input by the electric motor. Muhamad and Darus [35] also 
performed exergy analysis of an air conditioning system by using the similar 
mathematical model.  
 
RESULTS AND DISCUSSION 
 
Power consumption comparison among three different refrigerants are shown graphically 
in Figure 3. It is apparent that power consumption depends on atmospheric temperature. 
In this experiment, ambient temperature was fluctuated with environmental condition and 
manual steps were not taken to control it so that the precise result and exact impact of 
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environmental temperature can be studied. According to the observed data, the power 
consumption for the HC blends was less than R22. With an increase in ambient 
temperature, evaporator needs to be cooled more than the usual time. This is why the 
compressor work also increased which gave rise to power consumption. Power 
consumption was calculated for each refrigerant with respect to ambient temperature. At 
28°C, total power consumption was in the lowest position whereas it was found to be the 
highest at 32°C for all refrigerants and R22 almost consumed 0.8 kWh of power. From 
the graphical representation, it can be seen that with the rise of ambient temperature, 
power consumption increased and later decreased as the ambient temperature slowly 
dropped in the afternoon. In all cases, the blends X6 and X7 consumed less power than 
R22. Devotta et al. [36] also found that for air conditioners, 12.4 to 13.5% energy 
consumption is reduced using R290 instead of R22. Investigation made by Sekhar et al. 
[37] observed reduction in energy consumption by 4–11% while using R290 and R600 as 
a mixture. 
 
 
Figure 3. Variations of power consumptions using R22, X6 and X7 at different ambient 
temperatures. 
 
The X6 and X7 mixtures were prepared in REFPROP 7 in order to find enthalpies 
at different points. From Equation (1), COP at different evaporator temperatures have 
been calculated for R22, X6 and X7. The compressor’s suction and discharge pressures 
were different for independent refrigerants. Though they slightly deviated from each 
other, these deviations significantly affected the evaporator temperature and overall 
cooling performance. As the condensation and boiling temperature (saturation 
temperature) of a refrigerant rose with pressure, the heat rejection capability also 
improved at the same time. A graphical study between compressor’s suction pressure i.e. 
evaporator pressure and COP is depicted in Figure 4. 
The COP of the split air conditioner using R22 as a refrigerant is considered as 
standard and the COP of X6 and X7 were compared. The COP against evaporator 
temperature is plotted for mixture X6, X7, and R22 at 29°C ambient temperature. The 
result is displayed in Figure 5 showing a progressive increase in COP as the evaporating 
temperature increased. The increase in COP with an increase in evaporator temperature 
was steady with a moderate slope for R22. The mixtures (X6 and X7) have higher latent 
heat of vaporization than that of R22. Hence, they absorbed more heat from the controlled 
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room. Park et al. [38] found that COP varies with the types of the refrigerants and their 
properties. The researchers also investigated the energy performance of R22, R290, and 
R1270. According to their results, R290 had the best performance. In this experiment, 
mixture X6 exhibited a 3.45% rise in COP than R22 and the rise in COP for mixture X7 
was found to be 2.30% higher than that of R22. Mean evaporator temperature varied in 
between 6.5 to 12.5°C for R22 and it was between 9 to 13°C and 7.5 to 12.9°C for X6 and 
X7, respectively.  
 
 
 
Figure 4. Variation in COP with evaporator pressure. 
 
 
Figure 5. Change in COP with evaporator temperature. 
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enthalpy of the refrigerant is higher. Therefore, the refrigerating effect in the evaporator 
is higher. At the same time, it is not possible to maintain constant condenser temperature 
thus, the trends are not in a straight line. Figure 6 shows the variation of refrigerating 
effect with evaporating for refrigerant R22, X6, and X7. Refrigerating effect in the 
evaporator depends not only on evaporator temperature but also refrigerant types. It was 
observed that the hydrocarbon mixtures had a higher refrigerating effect than R22 as the 
mixture contains higher latent heat of vaporisation hence it created higher refrigerating 
effect. Cooling capacity also increased with the use of hydrocarbons. Higher refrigerating 
effect indicates higher cooling capacity of the refrigerant. It also enhances the energy 
performance of the vapour compression system. Refrigerating effect of R22 varied 
between 120 KJ/kg to 140 KJ/kg whereas for the blends (X6 and X7), it varied between a 
short range of 135 KJ/kg to 142 KJ/kg. In all cases, the blend refrigerants gave more 
refrigerating effect than R22. Alternative refrigerants including R290 mixture also 
exhibited better refrigerating effect than R22 in an experimental investigation performed 
by Dalkilic et al. [39]. Refrigerating effect also increased with evaporator temperature in 
their research.  
 
 
Figure 6. Change in refrigerating effect with respect to evaporator temperature. 
  
From Eq. (3), different pressure ratio for different refrigerants were calculated. 
Pressure ratio is not only an important factor for choosing alternative refrigerant but also 
indicates the required size of the compressor [40]. Pressure ratio and compressor power 
consumption have a close relation with each other. Power consumption seems to increase 
gradually with the increase in pressure ratio. During the operation of R22, power 
consumption was found to be higher than others. The relation between pressure ratio and 
power consumption is given in Figure 7. 
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the decrease in exergy loss with an increase in evaporator temperature. According to the 
obtained data and plotted graph, it can be seen that blend X7 has better exergetic efficiency 
than R22 based on thermodynamic analysis.  
 
 
Figure 7. Relationship between power consumption and pressure ratio. 
 
 
Figure 8. Change in exergy loss with evaporator temperature. 
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conservation issue. Even the flow through the condenser can play a crucial role while 
investigating the performance of an air conditioning system [42]. Bhatkar et al. [43] used 
R290 with R600a as a drop-in substitute to R134a while using micro channel condenser. 
Condenser capacity was increased by 185.4% and refrigeration capacity increased by 
140.8%. Finally, it was suggested to use the mixture of R290 and R600a (50:50) instead 
of R134a in conventional automobile and household air conditioning as well as 
refrigeration system. 
 
 
 
Figure 9. Exergy loss developing with condenser temperature. 
 
Figure 10. Percentage exergy loss in various components with evaporator temperature. 
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together account for the majority portion of exergy loss in the cycle with approximately 
50% and 40%, respectively. At the capillary tube, the exergy losses seem to be the lowest 
(almost negligible). Similar results are found from the study of Yumrutas et al. [34] where 
the highest amount of exergy loss was found in the condenser. A comparative graphical 
study has been made in Figure 10. 
 
CONCLUSIONS 
 
In this study, a one-ton air conditioner’s performance run by R22, X6, and X7 have been 
investigated. Based on the obtained and calculated data as well as graphical illustrations, 
mixtures prepared by using hydrocarbon (X6 and X7) consumed less power than R22. 
Power consumption of the blend X6 was 6.37% lower than R22, and X7 consumed 4.31% 
less power than that of R22. X6 has higher coefficient of performance at all conditions 
than R22 and X7. Blend X6 has 3.46% superiority over R22 in terms of COP whereas X7 
showed 2.30% better mechanical performance than R22. The refrigerating effect (RE) of 
the mixture X6 is higher than all other refrigerants in this experiment. At 13°C evaporator 
temperature, X6 showed the highest cooling capacity which was 142 KJ/kg. COP was 
found to increase with evaporator temperature for all the refrigerants. With the increase 
in pressure ratio, power consumption increased gradually. R22 consumed more power 
than the blends X6 and X7 for almost the same pressure ratio. Maximum exergy 
destruction was found for mixture X6 which was 5.78% and 4.12% higher than X7 and 
R22, respectively. The blend X7 exhibited least exergy destruction among the three 
refrigerants which is better from a thermodynamic point of view. 
 
ACKNOWLEDGMENTS 
 
This research was financially supported by Directorate of Research and Extension of 
Chittagong University of Engineering and Technology (Project number: REC69/731) and 
conducted in heat engine laboratory under Mechanical Engineering department. 
 
REFERENCES 
 
[1] Roberts N. Determination of the performance, leak scenario, flammability and oil 
return characteristics of a novel R22 replacement. Proceedings on International 
Refrigeration and Air Conditioning Conference. 1998:25-30. 
 [2] Nawi MRM, Mamat AMI, Ismail H. Numerical heat transfer analysis of waste 
heat exchanger for exhaust gas energy recovery. Journal of Mechanical 
Engineering and Sciences. 2015;8:1498-506. 
[3] Tang SH, Chng MH, Chin WM. A review of refrigerant maldistribution. 
International Journal of Automotive and Mechanical Engineering. 2014;10:1935-
44. 
[4] Çomaklı K, UğurÇakır, Şahin E, Kuş AÇ. Energetic and exergetic comparison of 
air to air and air to water heat pumps according to evaporator conditions. 
International Journal of Automotive and Mechanical Engineering. 2013;8:1108-
20. 
[5] Arora A, Sachdev H. Thermodynamic analysis of R422 series refrigerants as 
alternative refrigerants to HCFC22 in a vapour compression refrigeration system. 
International Journal of Energy Research. 2009;33:753-65. 
 Raiyan et al.  / International Journal of Automotive and Mechanical Engineering 14(2) 2017   4125-4139 
 
4137 
 
[6] Newman P, Oman L, Douglass A, Fleming E, Frith S, Hurwitz M, et al. What 
would have happened to the ozone layer if chlorofluorocarbons (CFCS) had not 
been regulated? Atmospheric Chemistry and Physics. 2009;9:2113-28. 
[7] Powell RL. CFC phase-out: Have we met the challenge? Journal of Fluorine 
Chemistry. 2002;114:237-50. 
[8] Calm JM. Emissions and environmental impacts from air-conditioning and 
refrigeration systems. International Journal of Refrigeration. 2002;25:293-305. 
[9] Aprea C, Greco A. An experimental evaluation of the greenhouse effect in R22 
substitution. Energy Conversion and Management. 1998;39:877-87. 
[10] McCulloch A, Midgley PM, Ashford P. Releases of refrigerant gases (CFC-12, 
HCFC-22 and HFC-134a) to the atmosphere. Atmospheric Environment. 
2003;37:889-902. 
[11] Haque ME, Bakar RA, Kadirgama K, Noor MM, Shakaib M. Performance of a 
domestic refrigerator using nanoparticles-based polyolester oil lubricant. Journal 
of Mechanical Engineering and Sciences. 2016;10:1778-91. 
[12] Yusof TM, Arshad AM, Suziyana MD, Chui LG, Basrawi MF. Experimental 
study of a domestic refrigerator with POE-Al2O3 nanolubricant. International 
Journal of Automotive and Mechanical Engineering. 2015;11:2243-52. 
[13] Moran M, Sciubba E. Exergy analysis: Principles and practice. Journal of 
Engineering for Gas turbines and power. 1994;116:285-90. 
[14] Rosen MA, Hamzeh H. Empirical comparison of temperature-distribution models 
for energy and exergy analyses of stratified thermal energy storages. International 
Journal of Green Energy. 2006;3:291-307. 
[15] Shukla S. Comparison of energy and exergy efficiency of community and 
domestic type parabolic solar cookers. International Journal of Green Energy. 
2009;6:437-49. 
[16] Szargut J. International progress in second law analysis. Energy. 1980;5:709-18. 
[17] Yousif AA, Sulaiman SA, Nasif MS. Experimental study on laminar flame speeds 
and markstein length of propane air mixtures at atmospheric conditions. 
International Journal of Automotive and Mechanical Engineering. 2015;11:2188-
98. 
[18] Mat MH, Badrulhisam NH, Hanafiah AQ, Abdullah NR, Mamat AMI. 
Characteristics of K3-VEI4 engine performance using swirl generator, air intake 
tank and exhaust gas recirculation modification. International Journal of 
Automotive and Mechanical Engineering. 2015;11:2484-94. 
[19] Majid ZAA, Razak AA, Ruslan MH, Sopian K. Characteristics of solar thermal 
absorber materials for cross absorber design in solar air collector. International 
Journal of Automotive and Mechanical Engineering. 2015;11:2582-90. 
[20] Taha Z, Salaam HA, Tuan Ya TMYS, Phoon SY, Tan CF, Akiah MA. Vortex 
tube air cooling: The effect on surface roughness and power consumption in dry 
turning. International Journal of Automotive and Mechanical Engineering. 
2013;8:1477-86. 
[21] Zafirah MF, Mardiana A. Experimental investigation on the performance of an 
air-to-air energy recovery for building applications in hot-humid climate. Journal 
of Mechanical Engineering and Sciences. 2016;10:1857-64. 
[22] Ramu NS, Kumar PS. Energy performance assessment of R32/R125/R600a 
mixtures as possible alternatives to R22 in compression refrigeration systems. 
International Journal of Mechanical & Mechatronics Engineering.2014: 14(2):12-
22. 
 Performance and exergetic investigation of a domestic split air conditioner using blends of R22 and R290 
 
4138 
 
[23] Navarro E, Urchueguia J, Gonzalvez J, Corberán J. Test results of performance 
and oil circulation rate of commercial reciprocating compressors of different 
capacities working with propane (R290) as refrigerant. International Journal of 
Refrigeration. 2005;28:881-8. 
[24] Park K-J, Jung D. Performance of heat pumps charged with R170/R290 mixture. 
Applied Energy. 2009;86:2598-603. 
[25] Bhatkar VW, Kriplani VM, Awari GK. Experimental analysis of microchannel 
condenser using R134a and drop in substitute hydrocarbon mixture of R290 and 
R600a. International Journal of Automotive and Mechanical Engineering. 
2014;10:1993-2002. 
[26] Palm B. Hydrocarbons as refrigerants in small heat pump and refrigeration 
systems–a review. International Journal of Refrigeration. 2008;31:552-63. 
[27] Xuanfei HGL. The advantages and problems and their solutions of small air-
conditioner using R290 to substitute for R22. Refrigeration and Air-Conditioning. 
2008;2:014. 
[28] Greco A, Vanoli G. Flow-boiling of R22, R134a, R507, R404a and R410a inside 
a smooth horizontal tube. International Journal of Refrigeration. 2005;28:872-80. 
[29] Farraj A, Mallouh MA, Kalendar A-R, Al-Rzaq A. Experimental study of solar 
powered air conditioning unit using drop–in hydro carbon mixture to replace R22. 
Jordan Journal of Mechanical and Industrial Engineering. 2012;6(1):63-70. 
[30] Ahamed J, Saidur R, Masjuki H, Sattar M. An analysis of energy, exergy, and 
sustainable development of a vapor compression refrigeration system using 
hydrocarbon. International Journal of Green Energy. 2012;9:702-17. 
[31] Jabaraj D, Narendran A, Lal DM, Renganarayanan S. Evolving an optimal 
composition of HFC407C/HC290/HC600A mixture as an alternative to HCFC22 
in window air conditioners. International Journal of Thermal Sciences. 
2007;46:276-83. 
[32] Çakir U, Çomakli K. Determining the working conditions of heat pump 
components according to running modes. International Journal of Automotive and 
Mechanical Engineering. 2014;9:1511. 
[33] Padilla M, Revellin R, Bonjour J. Exergy analysis of r413a as replacement of R12 
in a domestic refrigeration system. Energy Conversion and Management. 
2010;51:2195-201. 
[34] Yumrutaş R, Kunduz M, Kanoğlu M. Exergy analysis of vapor compression 
refrigeration systems. Exergy, an International Journal. 2002;2:266-72. 
[35] Muhamad P, Darus AN. An exergy analysis of an air conditioning system. Jurnal 
Teknikal and Kajian SOsial. 2003; 1:34-47. 
[36] Devotta S, Waghmare A, Sawant N, Domkundwar B. Alternatives to HCFC-22 
for air conditioners. Applied Thermal Engineering. 2001;21:703-15. 
[37] Sekhar S, Lal D. R134a/R600a/R290 a retrofit mixture for CFC12 systems. 
International Journal of Refrigeration. 2005;28:735-43. 
[38] Park K-J, Jung D. Performance of R290 and R1270 for R22 applications with 
evaporator and condenser temperature variation. Journal of Mechanical Science 
and Technology. 2008;22:532-7. 
[39] Dalkilic A, Wongwises S. A performance comparison of vapour-compression 
refrigeration system using various alternative refrigerants. International 
Communications in Heat and Mass Transfer. 2010;37:1340-9. 
 Raiyan et al.  / International Journal of Automotive and Mechanical Engineering 14(2) 2017   4125-4139 
 
4139 
 
[40] Yanagisawa T, Cheng M, Fukuta M, Shimizu T. Optimum operating pressure ratio 
for scroll compressor. International Compressor Engineering Conference.1990: 
425-33. 
[41] Kalaiselvam S, Saravanan R. Exergy analysis of scroll compressors working with 
R22, R407c, and R417a as refrigerant for HVAC system. Thermal Science. 
2009;13:175-84. 
[42] Tang S, Chng M, Chin W. A review of refrigerant maldistribution. International 
Journal of Automotive and Mechanical Engineering. 2014;10:1935. 
[43] Bhatkar V, Kriplani V, Awari G. Experimental analysis of microchannel 
condenser using r134a and drop in substitute hydrocarbon mixture of R290 and 
R600a. International Journal of Automotive and Mechanical Engineering. 
2014;10:1993. 
[44] Singh N, Kaushik S, Misra R. Exergetic analysis of a solar thermal power system. 
Renewable Energy. 2000;19:135-43. 
[45] Yan Y-Y, Lin T-F. Condensation heat transfer and pressure drop of refrigerant 
R134a in a small pipe. International Journal of Heat and Mass Transfer. 
1999;42:697-708. 
 
